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4645.4500 NUMBER OF CARS.

Any hospital with patients on one or more floors above the first floor or where the
operating or delivery rooms are not on the first floor shall have at least one mechanically
driven elevator. Hospitals with a bed capacity of from 60 to 200 above the first floor shall
have not less than two elevators. Hospitals with a bed capacity of from 200 to 350 above
the first floor shall have not less than three elevators, two passenger and one service.

Statutory Authority: MS s 144.55; 144.56
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